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SCALE:  1" = 40'-0" 
DEMOLITION SITE PLAN 1
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WOMEN MEN
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FE
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208 NUMBER OF OCCUPANTS
REQUIRED WIDTH
ACTUAL WIDTH

LIFE SAFETY LEGEND

50

50

MAXIMUM TRAVEL DISTANCE WITH
ACCUMULATED OCCUPANT LOAD

DIRECTION OF TRAVEL WITH
OCCUPANT LOAD

NON-RATED SMOKE PARTITION (IBC 710)

1 HOUR FIRE BARRIER (IBC 706)

LIFE SAFETY NOTES
1. THIS PLAN DOCUMENTS THE MAJOR LIFE SAFETY FEATURES OF THIS

PROJECT INCLUDING THE EXIT FLOW AND FIRE SEPARATION.
2. REFER TO ARCHITECTURAL DRAWINGS FOR PARTITION TYPES.
3. REFER TO FINISH AND FURNITURE PACKAGE FOR LOCATION AND LAYOUT

OF ALL FURNITURE.
4. REFER TO MECHANICAL DRAWINGS FOR LOCATIONS OF FIRE

DAMPERS LOCATED IN MECHANICAL DUCTWORK.
5. REFER TO ELECTRICAL DRAWINGS FOR LOCATIONS OF FIRE ALARM

SYSTEM.
6. REFER TO REFLECTED CEILING PLANS AND ELECTRICAL DRAWINGS FOR

EXIT LIGHT LOCATIONS.
7. EGRESS MEASUREMENT FACTORS PER 2006 NFPA, TABLE 7.3.3.1:

CORRIDORS: 0.2 INCHES PER OCCUPANT
DOORS: 0.2 INCHES PER OCCUPANT
STAIRS: 0.3 INCHES PER OCCUPANT
RAMPS: 0.2 INCHES PER OCCUPANT

8. OCCUPANT LOAD FACTORS PER IBC 2006 TABLE 1004.1.1 AND 2006
NFPA 101 7.3.1.2:

ASSEMBLY - CONCENTRATED USE: 7 NSF PER OCCUPANT
ASSEMBLY - LESS CONCENTRATED USE: 15 NSF PER OCCUPANT
BUSINESS: 100 GSF PER OCCUPANT
EDUCATION - CLASSROOM: 20 NSF PER OCCUPANT
EDUCATION - VOCATIONAL/SHOP: 50 NSF PER OCCUPANT
KITCHEN: 100 GSF PER OCCUPANT
LIBRARY STACKS: 100 GSF PER OCCUPANT
LIBRARY READING: 50 NSF PER OCCUPANT
STORAGE: 300 GSF PER OCCUPANT

9. ALL EXITS DISCHARGE TO A PUBLIC WAY.
10. ROOMS WITH GREATER THAN 50 OCCUPANTS HAVE BEEN PROVIDED

WITH TWO MEANS OF EGRESS SEPARATED BY A MINIMUM OF 1/3 THE
GREATEST DIAGONAL DIMENSION OF THE SPACE.

COMMON PATH

TRAVEL DISTANCE

C.P.

T.D.
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SCALE:  1/16" = 1'-0" 1DINING HALL FLOOR PLAN - LIFE SAFETY
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A1.51
3

DUCT - SEE MECHANICAL

5/8" GYPSUM BOARD

CFMF @ 16"o.c. - SEE STRUCTURAL

5/8" GYPSUM BOARD
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SCALE:  3/4" = 1'-0" 2PLAN DETAIL

SCALE:  3/4" = 1'-0" 4PLAN DETAIL
SCALE:  3/4" = 1'-0" 5PLAN DETAIL

SCALE:  3/4" = 1'-0" 6PLAN DETAIL

SCALE:  3/4" = 1'-0" 9PLAN DETAIL

SCALE:  3/4" = 1'-0" 7PLAN DETAIL

SCALE:  3/4" = 1'-0" 8PLAN DETAIL
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SCALE:  3/4" = 1'-0" 1PLAN DETAIL

SCALE:  3/4" = 1'-0" 2PLAN DETAIL
SCALE:  3/4" = 1'-0" 3PLAN DETAIL

SCALE:  3/4" = 1'-0" 4PLAN DETAIL
SCALE:  3/4" = 1'-0" 5PLAN DETAIL



4 7/8"

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

NON-RATED PARTITION101

MI
N.6"

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

5/8" GYPSUM BOARD
ON 3 5/8" METAL
STUDS AT 16" O.C.

4 7/8"

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

NON-RATED PARTITION102

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

5/8" GYPSUM BOARD
ON 3 5/8" METAL STUDS AT
16" O.C. -EXTEND TO
FLOOR/ROOF DECK ABOVE

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

NON-RATED PARTITION103

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

5/8" GYPSUM BOARD
ON 3 5/8" METAL STUDS AT
16" O.C.

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
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FLOOR OR ROOF DECK

NON-RATED PARTITION104

FASTEN TRACK TO
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16" O.C. - EXTEND TO
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MI
N.6"

4 7/8"

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

ONE - HOUR FIRE RATED PARTITION
U.L. NO. U465

150

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER
AND SEAL TOP OF WALL
AND PERIMETER OF ALL
PENETRATIONS WITH
RATED SEALANT

5/8" FIRE RATED GYPSUM
BOARD ON 3 5/8" METAL
STUDS AT 16" O.C. -
EXTEND TO FLOOR/ROOF
DECK ABOVE - CONSTRUCT
IN ACCORDANCE WITH U.L.
NO. U465

PROVIDE FIRESTOP PROTECTION
AT FLUTED METAL DECK -
CONSTRUCT IN ACCORDANCE
WITH EITHER U.L. SYSTEMS NO.
HW-D-0042 AND HW-D-0049 OR
HW-S-0002 AS REQUIRED FOR A
1-HOUR RATING

ANCHOR TRACK TO FLOOR
SLAB - SET IN BED OF
SEALANTFLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

NON-RATED  SOUND PARTITION123

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

(2) LAYERS 5/8" GYPSUM
BOARD ON 3 5/8" METAL
STUDS AT 16" O.C. -
EXTEND TO FLOOR/ROOF
DECK ABOVE

3" SOUND ATTENUATION
INSULATION

7 1/4"

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

NON-RATED PARTITION201

6"

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

5/8" GYPSUM BOARD
ON 6" METAL STUDS
AT 16" O.C.

7 1/4"

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK
FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

5/8" GYPSUM BOARD
ON 6" METAL STUDS AT 16"
O.C. -EXTEND TO
FLOOR/ROOF DECK ABOVE

NON-RATED PARTITION202

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

NON-RATED PARTITION204

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

5/8" GYPSUM BOARD
ON 6" METAL STUDS
AT 16" O.C. - EXTEND
TO DECK

6 5/8" 7 1/4"

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

ONE - HOUR FIRE RATED
U.L. NO. U465

250

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER
AND SEAL TOP OF WALL
AND PERIMETER OF ALL
PENETRATIONS WITH
RATED SEALANT

5/8" FIRE RATED GYPSUM
BOARD ON 6" METAL STUDS
AT 16" O.C. -EXTEND TO
FLOOR/ROOF DECK ABOVE -
CONSTRUCT IN
ACCORDANCE WITH U.L. NO.
U465

PROVIDE FIRESTOP PROTECTION
AT FLUTED METAL DECK -
CONSTRUCT IN ACCORDANCE
WITH EITHER U.L. SYSTEMS NO.
HW-D-0042 AND HW-D-0049 OR
HW-S-0002 AS REQUIRED FOR A
1-HOUR RATING

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

NON-RATED PARTITION001

STRUCTURAL OR
EXTERIOR WALL -
SEE PLAN LOCATIONS

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

NON-RATED PARTITION010

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

5/8" GYPSUM BOARD
ON 2 1/2" METAL STUDS AT
16" O.C

5/8" GYPSUM BOARD
ON 7/8" HAT
CHANNELS AT 16" O.C.

MI
N.6" MI
N.6"

4 7/8"

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

ONE - HOUR FIRE RATED SOUND PARTITION
U.L. NO. U465

151

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER
AND SEAL TOP OF WALL
AND PERIMETER OF ALL
PENETRATIONS WITH
RATED SEALANT

5/8" FIRE RATED GYPSUM
BOARD ON 3 5/8" METAL
STUDS AT 16" O.C. -EXTEND
TO FLOOR/ROOF DECK
ABOVE - CONSTRUCT IN
ACCORDANCE WITH U.L.
NO. U465

PROVIDE FIRESTOP PROTECTION
AT FLUTED METAL DECK -
CONSTRUCT IN ACCORDANCE
WITH EITHER U.L. SYSTEMS NO.
HW-D-0042 AND HW-D-0049 OR
HW-S-0002 AS REQUIRED FOR A
1-HOUR RATING

3" SOUND ATTENUATION
INSULATION

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

NON-RATED PARTITION203

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

5/8" GYPSUM BOARD
ON 6" METAL STUDS
AT 16" O.C.

6 5/8"

MI
N.6"

ANCHOR TRACK TO FLOOR
SLAB - SET IN BED OF
SEALANTFLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

NON-RATED  SOUND PARTITION220

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

(2) LAYERS 5/8" GYPSUM
BOARD ON 6" METAL STUDS
AT 16" O.C. - EXTEND TO
FLOOR/ROOF DECK ABOVE

3" SOUND ATTENUATION
INSULATION

ANCHOR TRACK TO FLOOR
SLAB - SET IN BED OF
SEALANTFLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

NON-RATED  SOUND PARTITION223

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

5/8" GYPSUM BOARD ON 6"
METAL STUDS AT 16" O.C. -
EXTEND TO FLOOR/ROOF
DECK ABOVE

3" SOUND ATTENUATION
INSULATION

5/8" GYPSUM BOARD
ON 3 5/8" METAL STUDS AT
16" O.C. -EXTEND TO
FLOOR/ROOF DECK ABOVE

FLOOR OR ROOF DECK

FLOOR SLAB

6" C.M.U. SEE
STRUCTURAL FOR
REINF.

NON-RATEDPARTITION502

5 5/8"

SEE STRUCTURAL
DRAWINGS FOR
BRACING TOP OF CMU

FLOOR OR ROOF DECK

FLOOR SLAB

8" C.M.U. SEE
STRUCTURAL FOR
REINF.

NON-RATED PARTITION503

7 5/8"

SEE STRUCTURAL
DRAWINGS FOR
BRACING TOP OF CMU

FLOOR OR ROOF DECK

FLOOR SLAB

6" C.M.U. SEE
STRUCTURAL FOR
REINF.

NON-RATED PARTITION512

5 5/8"

FLOOR SLAB

8" C.M.U. SEE
STRUCTURAL FOR
REINF.

NON-RATED PARTITION513

7 5/8"

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR SLAB

8" C.M.U. SEE
STRUCTURAL FOR
REINF.

1 HOUR FIRE-RATED PARTITION
U.L. NO. U905

552

7 5/8"

FLOOR OR ROOF DECK

SEE STRUCTURAL
DRAWINGS FOR
BRACING TOP OF CMU

ANCHOR TRACK TO FLOOR
SLAB - SET IN BED OF
SEALANTFLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

NON-RATED  SOUND PARTITION120

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER

(1) LAYER 5/8" GYPSUM
BOARD EACH SIDE ON 3
5/8" METAL STUDS AT 16"
O.C. - EXTEND TO
FLOOR/ROOF DECK ABOVE

3" SOUND ATTENUATION
INSULATION

 - SEE PLAN FOR SMOKE
TIGHT LOCATIONS

 - SEE PLAN FOR SMOKE
TIGHT LOCATIONS

 - SEE PLAN FOR SMOKE
TIGHT LOCATIONS

7 1/4"

ANCHOR TRACK TO
FLOOR SLAB - SET
IN BED OF SEALANT

FLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

ONE - HOUR FIRE RATED SOUND PARTITION
U.L. NO. U465

251

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER
AND SEAL TOP OF WALL
AND PERIMETER OF ALL
PENETRATIONS WITH
RATED SEALANT

5/8" FIRE RATED GYPSUM
BOARD ON 6" METAL STUDS
AT 16" O.C. -EXTEND TO
FLOOR/ROOF DECK ABOVE -
CONSTRUCT IN
ACCORDANCE WITH U.L. NO.
U465

PROVIDE FIRESTOP PROTECTION
AT FLUTED METAL DECK -
CONSTRUCT IN ACCORDANCE
WITH EITHER U.L. SYSTEMS NO.
HW-D-0042 AND HW-D-0049 OR
HW-S-0002 AS REQUIRED FOR A
1-HOUR RATING

3" SOUND ATTENUATION
INSULATION

ANCHOR TRACK TO FLOOR
SLAB - SET IN BED OF SEALANTFLOOR SLAB

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS

FLOOR OR ROOF DECK

450

FASTEN TRACK TO
FLOOR/ROOF DECK OR
STRUCTURAL MEMBER
AND SEAL TOP OF WALL
AND PERIMETER OF ALL
PENETRATIONS WITH
RATED SEALANT

1 - HOUR SHAFTWALL
PARTITION - 2 1/2" METAL
SHAFTWALL "C-H" STUDS AT
24" O.C. WITH 1" GYP. BD.
LINER PANELS ON INTERIOR
FACE OF SHAFT AND 5/8" FIRE
RATED GYP. BD. AT OPP. SIDE
- EXTEND TO FLOOR/ROOF
DECK ABOVE - CONSTRUCT IN
ACCORDANCE WITH U.L. NO.
U415

ONE - HOUR FIRE RATED SHAFTWALL PARTITION
U.L. NO. U415

PROVIDE FIRESTOP PROTECTION
AT FLUTED METAL DECK -
CONSTRUCT IN ACCORDANCE
WITH EITHER U.L. SYSTEMS NO.
HW-D-0042 AND HW-D-0049 OR
HW-S-0002 AS REQUIRED FOR A
1-HOUR RATING

3 1/8"

FLOOR OR ROOF DECK

FLOOR SLAB

4" C.M.U. SEE
STRUCTURAL FOR
REINF.

NON-RATED PARTITION511

3 5/8"

SUSPENDED ACOUSTIC
PANEL CEILING OR AS
SCHEDULED - CEILING
HEIGHTS AND CONDITIONS
VARY - SEE CEILING PLANS
AND DETAILS FOR
SPECIFIC CONDITIONS
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ALUMINUM STOREFRONT

STEEL COLUMN
- SEE STRUCTURAL
DRAWINGS

ALUMINUM BREAK
METAL CLOSURE
BY FRAME
MANUFACTURER

6"

2"

ALUMINUM STOREFRONT

ALUMINUM
STOREFRONT

2"

6"

8" CMU WITH
WALL REINFORCING
EVERY ALTERNATE
COURSE

ALUMINUM BREAK METAL
CLOSURE BY FRAME
MANUFACTURER

ALUMINUM
STOREFRONT

6"

2"

2"

6"

ALUMINUM
STOREFRONTALUMINUM

BREAK METAL
CLOSURE
BY FRAME
MANUFACTURER

6"

2"

2"

2"
6"

3'-
8"

SLOPE = 1:12 MAX

4'-0"

SLOPE = 1:10 MAX.

.

SLOPE = 1:10 MAX
SEE FOOD SERVICE FOR EQUIPMENT

CMU WALL - SEE STRUCTURAL

HAND SINK - SEE PLUMBING AND
FOOD SERVICE

SEE FOOD SERVICE FOR EQUIPMENT

CMU WALL - SEE STRUCTURAL
GYPSUM WALL BOARD

CFMF @ 16"o.c. - SEE STRUCTURAL

STEEL COLUMN - SEE
STRUCTURAL

GYPSUM WALL BOARD

CFMF @ 16"o.c. - SEE STRUCTURAL

STEEL COLUMN - SEE
STRUCTURAL

1'-
3 3

/8"
1'-

3 3
/8"

2'-
6 3

/4"

GYPSUM WALL BOARD

STEEL COLUMN - SEE
STRUCTURAL

5 3
/8"

5 3
/8" 10

 3/
4"

STEEL PLATE

1/2"

CMU WALL - SEE STRUCTURAL

SEE PLAN FOR WALL TYPECAULK EXPOSED EDGES

CAULK JOINTS

CAULK JOINTS

SEE PLAN FOR WALL TYPE

CMU WALL - SEE STRUCTURAL

ALIGN FINISHES PER PLAN

CMU WALL - SEE STRUCTURAL

SEE PLAN FOR WALL TYPE

CAULK EXPOSED EDGES

1/2"

VERIFY w/ PLAN

1'-
4"

4 3/4"

CMU WALL - SEE STRUCTURAL

13
A1.51

SMOKE TIGHT ASSEMBLY

CAULK JOINT FOR SMOKE
TIGHT ASSEMBLY

FASTEN CFMF TO CMU WALL
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SCALE:  3/4" = 1'-0" 1STOREFRONT PLAN DETAIL

SCALE:  3/4" = 1'-0" 3STOREFRONT PLAN DETAIL

SCALE:  3/4" = 1'-0" 5STOREFRONT PLAN DETAIL

SCALE:  3/4" = 1'-0" 2STOREFRONT PLAN DETAIL

SCALE:  3/4" = 1'-0" 6PLAN DETAIL
SCALE:  3/4" = 1'-0" 7PLAN DETAIL

SCALE:  3/4" = 1'-0" 8PLAN DETAIL

SCALE:  3/4" = 1'-0" 9PLAN DETAIL

SCALE:  3/4" = 1'-0" 10PLAN DETAIL

SCALE:  3/4" = 1'-0" 11PLAN DETAIL

SCALE:  3/4" = 1'-0" 12PLAN DETAIL

SCALE:  3/4" = 1'-0" 13SECTION at CMU AND STUD WALL - SMOKE

















9'-5 1/2"

5'-
4 3

/4"

8"

4' -
8 3/4

" R

4' - 0 3/4" R

4
A2.21

SMOOTH,
CAST STONE DETAIL

ARCH WINDOW,
SEE WINDOW SCHEDULE

BRICK VENEER - RUNNING BOND
WITH 6TH COURSE FLEMISH

2'-8"

8'-
8"

8"
8"

8" 8"

7'-
4"

1'-4"

BRICK VENEER - RUNNING BOND
WITH 6TH COURSE FLEMISH

SMOOTH,
CAST STONE DETAIL

3
A2.21

CONTINUOUS NOTCHED 12"
C.M.U. - FILL CELLS WITH
CONCRETE - SEE STRUCTURAL
DRAWINGS FOR SIZE AND
REINFORCING

5/8" GYPSUM BOARD ON
7/8" HAT CHANNELS @ 16"o.c.

5'-
4 3

/4"

P.C. ARCHED LINTEL

STEEL ANGLE - SEE
STRUCTURAL DRAWINGS

ARCH WINDOW, SEE
WINDOW SCHEDULE

5/8" GYPSUM BOARD ON
7/8" HAT CHANNELS @ 16"o.c.

12" SOLID CMU HEADER

STEEL ANGLE - SEE
STRUCTURAL DRAWINGS

BRICK VENEER WITH WALL
REINFORCING, SEE
STRUCTURAL DRAWINGS, TYP.

2" RIGID INSULATION, TYPICAL

2" AIR SPACE, TYPICAL

CAST STONE DETAIL

CAST STONE DETAIL

CONCEALED FLASHING

8"
8"

8" CMU WITH WALL
REINFORCING EVERY
ALTERNATE COURSE,
TYPICAL

BRICK VENEER WITH WALL
REINFORCING, SEE
STRUCTURAL DRAWINGS, TYP.

2" RIGID INSULATION, TYPICAL

2" AIR SPACE, TYPICAL

CAST STONE DETAIL

8"

CAST STONE DETAIL

8'-
8"

8"
7'-

4"
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SCALE:  3/4" = 1'-0" 2CAST STONE DETAIL - NORTH - ARCH WINDOW

SCALE:  3/4" = 1'-0" 1CAST STONE DETAIL - EAST AND SOUTH

SCALE:  3/4" = 1'-0" 4CAST STONE DETAIL - NORTH - ARCH WINDOW

SCALE:  3/4" = 1'-0" 3CAST STONE DETAIL - NORTH - ARCH WINDOW





02-SECOND FLOOR F.F.
905'-4"

03-T.O.S ROOF
920'-0"

03-T.O.M PARAPET
922'-8"

02-T.O.S. Art Roof
901'-0"

01-Art Level
886'-0"

01-Art Level
886'-0"

02-T.O.M. Art Parapet
904'-8"

1
A3.14

A4.10
3

A4.11
1

CORRIDOR
440-02.0228

CORRIDOR
440-01.0154

CORRIDOR
440-01.0138

10
'-6

"

3'-
8"

1'-
4"

2'-
0"

8'-
0"

3'-
2"

7'-
4"

2'-
8"

14
'-8

"
19

'-4
"

14
'-8

"
4'-

4"
15

'-0
"

17
'-4

"
19

'-4
"

3'-
8"

15
'-0

"

18
'-8

"

MA
TC

H
LIN

E
MA

TC
H

LIN
E

SEE 1/A3.10 FOR
CONTINUATION

6" CONCRETE SLAB - SEE STRUCTURAL

01-MAIN LEVEL F.F.
890'-0"

02-SECOND FLOOR F.F.
905'-4"

03-T.O.S ROOF
920'-0"

03-T.O.M PARAPET
922'-8"

1
A3.13

A4.11
2A4.11

3

A4.12
1

LOUNGE &
WORK
ROOM

440-02.0261

CLASSROOM
440-01.0188

LIBRARY
STACKS

440-01.0183

13
'-0

 1/
4"

1'-
6 1

/8"
11

'-3
 5/

8"

8'-
0"

7'-
4"

11
'-4

"

2'-
8"

14
'-8

"
15

'-4
"

32
'-8

"

/12 A4.53SEE                     FOR
TRUSS DETAILS

01-MAIN LEVEL F.F.
890'-0"

02-SECOND FLOOR F.F.
905'-4"

03-T.O.S ROOF
920'-0"

A4.12
2

CLASSROOM
440-02.0210

CLASSROOM
440-02.0208

COUNSELOR
440-01.0107

CORRIDOR
440-01.0104

ISR
CLASSROOM
440-01.0117

KITCHENETTE
440-01.0108

CORRIDOR
440-01.0116

3'-
4"

8'-
0"

7'-
4"

8'-
0"

3'-
4"

11
'-6

"

10
'-0

"

15
'-4

"
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SCALE:  3/16" = 1'-0" 1BUILDING SECTION - PART 'C' - HIGH SCHOOL

SCALE:  3/16" = 1'-0" 2BUILDING SECTION - HIGH SCHOOL
SCALE:  3/16" = 1'-0" 3BUILDING SECTION - HIGH SCHOOL







01-Art Level
886'-0"

00-Basement
874'-0"
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SCALE:  3/16" = 1'-0" 1BUILDING SECTION - HIGH SCHOOL

SCALE:  3/16" = 1'-0" 2BUILDING SECTION - HIGH SCHOOL
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SCALE:  3/16" = 1'-0" 1BUILDING SECTION - DINING HALL

SCALE:  3/16" = 1'-0" 2BUILDING SECTION - DINING HALL
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SCALE:  3/4" = 1'-0" 1WALL SECTION
SCALE:  3/4" = 1'-0" 2WALL SECTION

SCALE:  3/4" = 1'-0" 3BUILDING SECTION 2 - PART 'A' - Callout 1
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SCALE:  3/4" = 1'-0" 1WALL SECTION
SCALE:  3/4" = 1'-0" 2WALL SECTION

SCALE:  3/4" = 1'-0" 3WALL SECTION
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SCALE:  3/4" = 1'-0" 1WALL SECTION
SCALE:  3/4" = 1'-0" 2WALL SECTIONSCALE:  3/4" = 1'-0" 3WALL SECTION
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"

FOUNDATION DRAIN - TIE TO
STORM DRAINAGE
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SCALE:  3/4" = 1'-0" 1WALL SECTION
SCALE:  3/4" = 1'-0" 2WALL SECTION

SCALE:  3/4" = 1'-0" 3WALL SECTION



02-T.O.S. Art Roof
901'-0"

01-Art Level
886'-0"

00-Basement
874'-0"

02-T.O.M. Art Parapet
904'-8"

EXTERIOR WALL ASSEMBLY - 1A

CONCRETE SLAB ON
METAL DECK

CONCRETE SLAB - 10A

EXTERIOR WALL ASSEMBLY - 2A

ALUMINUM SILL FLASHING BY
WINDOW MFGR.

SCHEDULED SILL

CAULK PERIMETER EDGES

CAULK

A4.50
1

ALUMINUM WINDOW SYSTEM

STEEL ANGLE - SEE
STRUCTURAL DRAWINGS

CS-8 - UTILITY BRICK CUT
SOLDIER COURSE

ROOF ASSEMBLY - 11A

EPDM MEMBRANE
WALL FLASHING

STEEL ANGLE - TYPICAL
SEE STRUCTURAL DRAWINGS

A4.50
3

FINISH GRADE

EXTERIOR WALL ASSEMBLY - 2B

BAR JOIST - SEE STRUCTURAL

8"
MI

N.

GROUT CAVITY SOLID
TO FINISH GRADE

METAL DRIP EDGE

BAR JOIST - SEE STRUCTURAL

7'-
4"

8'-
0"

3'-
0"

4"
12

'-0
"

30
'-8

"

ST
RC

T.
AN

D
CI

VI
L

VE
RI

FY
w/

3'-
8"

15
'-0

"
12

'-0
"

CLOSURE BRICK SOLDIER
COURSE

PREFINISHED METAL
COPING ON F.R.P.T.
PLYWOOD

CONTINUOUS CONCEALED
FLASHING W/ CELL VENT AT 24"
MAX O.C. STAINLESS STEEL DRIP
EDGE AND MORTAR NET
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SCALE:  3/4" = 1'-0" 1WALL SECTION



02-T.O.S. Roof DH
912'-4"

01- Main Level DH
897'-0"

ROOF ASSEMBLY - 11A

EPDM WALL FLASHING

EXTERIOR WALL ASSEMBLY - 1A

CS-1 - UTILITY BRICK BULLNOSE

CS-7 - CLOSURE
BRICK SOLDIER
COURSE HEADER

CONCRETE SLAB - 10A

CS-10 - UTLITY BRICK SILL

FINISH GRADE

FILL CAVITY BELOW GRADE
WITH GROUT

8" CMU BOND WALL - SEE
STRUCTURAL DRAWINGS FOR
REINFORCING

EXTERIOR WALL ASSEMBLY - 1B

EXTERIOR WALL ASSEMBLY - 2B

EXTERIOR WALL ASSEMBLY - 2A

6'-
8"

11
'-4

"

15
'-4

"

18
'-0

"

ST
RC

T.
AN

D
CI

VI
L

VE
RI

FY
w/

8"
MI

N.

CLOSURE BRICK SOLDIER
COURSE

PREFINISHED METAL
COPING ON F.R.P.T.
PLYWOOD

CONTINUOUS CONCEALED
FLASHING W/ CELL VENT AT 24"
MAX O.C. STAINLESS STEEL DRIP
EDGE AND MORTAR NET

02-T.O.S. Roof DH
912'-4"

01- Main Level DH
897'-0"

8" CMU WALL - SEE
STRUCTURAL DRAWINGS FOR
REINFORCING

CONCRETE SLAB - 10A

ROOF ASSEMBLY - 11A

SUSPENDED ACOUSTICAL
PANEL CEILING

15
'-4

"

02-T.O.S. Roof DH
912'-4"

01- Main Level DH
897'-0"

2
A3.15

CONCRETE SLAB - 10A

EXTERIOR WALL
ASSEMBLY - 1A

SOLIDER COURSE
HEADER

METAL DRIP EDGE

ALUMINUM
STOREFRONT WINDOW

SILL FLASHING BY
WINDOW MANUF.

CS-1 - UTILITY BRICK
BULLNOSE

SUSPENDED ACOUSTIC CEILING

SCHEDULED SILL

EXTERIOR WALL
ASSEMBLY - 1B

CAST STONE BENCH

CMU WALL - SEE
STRUCTURAL

CONCRETE FOOTING -
SEE STRUCTURAL

6'-
8"

8'-
0"

3'-
4"

15
'-4

"

CLOSURE BRICK SOLDIER
COURSE

PREFINISHED METAL
COPING ON F.R.P.T.
PLYWOOD

CONTINUOUS CONCEALED
FLASHING W/ CELL VENT AT 24"
MAX O.C. STAINLESS STEEL DRIP
EDGE AND MORTAR NET

02-T.O.S. Roof DH
912'-4"

03-Tower Roof DH
932'-4"

01- Main Level DH
897'-0"

03-T.O.M. Tower
928'-4"

BRICK ROWLOCK

LIGHT FIXTURE - SEE ELECTRICAL
DRAWINGS FOR TYPE

EPDM ROOF MEMBRANE ON
TAPERED INSULATION

PREFINISHED METAL COPING AND
FASCIA

STEEL TUBE - SEE STRUCTURAL

WOOD NAILER

3 5/8" METAL STUD TRACK AT 24"
O.C.

PREFINISHED METAL SOFFIT PANEL

3 5/8" METAL STUDS AT 16" O.C.

STEEL TUBE - SEE STRUCTURAL

STEEL TUBE - SEE STRUCTURAL

MAINTAIN CAVITY

UTILITY BRICK SOLDIER COURSE

CLOCK INSTALLED PER MANUF
SPECIFICATONS

ROWLOCK SURROUND AROUND
CLOCK

CAST STONE SIGN

CLOSURE BRICK
ROWLOCK

CLOSURE BRICK
SOLDIER COURSE

PREFINISHED METAL
FLAHSING WITH DRIP
EDGE

UTILITY BRICK SOLDIER
COURSE

METAL WALL FLASHING
WITH DRIP EDGE

EXTERIOR CEILING - 14A

EXTERIOR WALL
ASSEMBLY - 3A

PREFINISHED METAL
COPING ON F.R.P.T.
PLYWOOD

CONTINUOUS CONCEALED
FLASHING W/ CELL VENT AT 24"
MAX O.C. STAINLESS STEEL DRIP
EDGE AND MORTAR NET
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SCALE:  3/4" = 1'-0" 1WALL SECTION
SCALE:  3/4" = 1'-0" 2WALL SECTION

SCALE:  3/4" = 1'-0" 4WALL SECTION





02-T.O.S. Roof DH
912'-4"

01- Main Level DH
897'-0"

EXTERIOR WALL ASSEMBLY - 1A

MAINTAIN CLEAR
CAVITY

ROOF ASSEMBLY - 13A

SUSPENDED ACOUSTICAL
PANEL CEILING SYSTEM

ROOF ASSEMBLY - 11A

CONTINUOUS CONCRETE
FOOTING - SEE STRUCTURAL
DRAWINGS FOR SIZE AND
REINFORCING

CONCRETE SLAB - 10A

CLOSURE BRICK SOLDIER
COURSE

PREFINISHED METAL
COPING ON F.R.P.T.
PLYWOODEPDM WALL FLASHING

03-Tower Roof DH
932'-4"

01- Main Level DH
897'-0"

03-T.O.M. Tower
928'-4"

UTILITY BRICK SOLDIER

DAMPPROOFING

EXTEERIOR WALL ASSEMBLY - 1A

LIGHT FIXTURE - SEE ELECTRICAL
DRAWINGS FOR TYPE

EPDM ROOF MEMBRANE ON
TAPERED INSULATION

PREFINISHED METAL COPING

STEEL TUBE - SEE STRUCTURAL

WOOD NAILER

3 5/8" METAL STUD TRACK AT 24"
O.C.

PREFINISHED METAL SOFFIT PANEL

3 5/8" METAL STUDS AT 16" O.C.

STEEL TUBE - SEE STRUCTURAL

BOND BEAM

STEEL TUBE - SEE STRUCTURAL

MAINTAIN CAVITY

BRICK ROWLOCK

PREFINISHED METAL
COPING ON F.R.P.T.
PLYWOOD

EXTEERIOR WALL ASSEMBLY - 2A

28
'-8

"
3'-

4"

02-T.O.S. Roof DH
912'-4"

03-Tower Roof DH
932'-4"

01- Main Level DH
897'-0"

03-T.O.M. Tower
928'-4"

UTILITY BRICK SOLDIER COURSE

LIGHT FIXTURE - SEE ELECTRICAL
DRAWINGS FOR TYPE

SUSPENDED ACOUSTICAL PANEL
CEILING SYSTEM

EPDM ROOF MEMBRANE ON
TAPERED INSULATION

PREFINISHED METAL COPING

STEEL TUBE - SEE STRUCTURAL

WOOD NAILER

3 5/8" METAL STUD TRACK AT 24"
O.C.

PREFINISHED METAL SOFFIT PANEL

3 5/8" METAL STUDS AT 16" O.C.

STEEL TUBE - SEE STRUCTURAL

BOND BEAM

STEEL TUBE - SEE STRUCTURAL

MAINTAIN CAVITY

BRICK ROWLOCK

EXTERIOR WALL ASSEMBLY - 1A

PREFINISHED METAL
COPING ON F.R.P.T.
PLYWOOD

CONTINUOUS CONCEALED
FLASHING W/ CELL VENT AT 24"
MAX O.C. STAINLESS STEEL DRIP
EDGE AND MORTAR NET

02-T.O.S. Roof DH
912'-4"

01- Main Level DH
897'-0"

EXTERIOR WALL - 2A

ALUMINUM STOREFRONT
WINDOW SYSTEM

CONCRETE SLAB - 10A

CLOSURE BRICK SOLDIER
COURSE

PREFINISHED METAL
COPING ON F.R.P.T.
PLYWOOD

SUSPENDED ACOUSITIC TILE CEILING

ROOF ASSEMBLY - 11A

EPDM WALL FLASHING

BRICK SOLDIER COURSE

STEEL ANGLE - SEE
STRUCTRUAL

EXTERIOR CEILING - 14A

BOND BEAM - SEE
STRUCTURAL

METAL STUD WALL AT
STOREFRONT HEAD -
PROVIDE BRACE AT
48"o.c.

6'-
8"

11
'-4

"

15
'-4

"

CONTINUOUS CONCEALED
FLASHING W/ CELL VENT AT 24"
MAX O.C. STAINLESS STEEL DRIP
EDGE AND MORTAR NET

EXIT SIGN - SEE ELECTRICAL
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SCALE:  3/4" = 1'-0" 1WALL SECTION
SCALE:  3/4" = 1'-0" 33WALL SECTION

SCALE:  3/4" = 1'-0" 2WALL SECTION
SCALE:  3/4" = 1'-0" 3WALL SECTION



PRE FINISHED
ALUMINUM WINDOW

SEALANT AND BACKER
ROD ALL SIDES

WALL FLASHING

SEALANT AND BACKER
ROD ALL SIDES

BOND BEAM - SEE
STRUCTURAL DRAWINGS

SHELF ANGLE -
SEE STRUCTURAL
DRAWINGS

SHIM AS REQUIRED

5 1/8" 6" 4 1/8"

1'-3 1/4"

MORTAR NET

WALL ASSEMBLY
- 1A or 2A

SLOPED PRE FINISHED
ALUMINUM SILL BY
WINDOW MANUFACTURER

CAULK UNDERSIDE AND
PERIMETER EDGES

SEALAND AND BACKER
ROD ALL SIDES CAULK PERIMETER EDGES

SOLID SURFACE STOOL

CAULK

8" SOLID BLOCK - SEE
STRUCTURAL DRAWINGS

ALUMINUM CURTAIN WALL
SYSTEM

7 1/2" 5 1/8"2 5/8"

DAMPPROOFING

WALL FLASHING

RETURN BRICK INTO
OPENING AT JAMBS

1/2
"

1"

7/8" HAT CHANNEL

5/8" GYPSUM BOARD

PRE FINISHED
ALUMINUM WINDOW

2" RIGID INSULATION

SEALANT AND BACKER
ROD ALL SIDES

8" CMU - SEE
STRUCTURAL DRAWINGS
FOR REINFORCING

BRICK VENEER OR
CAST STONE VENEER

SHIM AS REQUIRED

DAMPPROOFING

PREFINISHED
ALUMINUM SILL
FLASHING

1'-3 1/4"

5 1/8" 6"

SOLID SURFACE
WINDOW STOOL

4 1/8"

RETURN BRICK AT
JAMBS BULLNOSED BLOCK @

JAMBS

3/4"

1" INSULATING GLASS
ALUMINUM STOREFRONT
SYSTEM

CONCRETE
FLOOR 10A

CONCRETE FOUNDATION -
SEE STRUCTURAL
DRAWINGS FOR REINF.

NON-TRACKING SEALANT

1/2" EXPANSION
JOINT FILLER

SEALANT AND BACKER
ROD EACH SIDE

SHIM AS REQUIRED

EXTERIOR WALL
ASSEMBLY -  3A

METAL DRIP EDGE SET
IN BED OF MASTIC

ALUMINUM CURTAIN WALL
SYSTEM

STEEL ANGLE - SEE
STRUCTURAL DRAWINGS
SEALANT AND BACKER ROD

STEEL ANGLE HANGER- SEE
STRUCTURAL DRAWINGS

2 1/2" 6" 5 3/4"

GYPSUM BOARD CEILING CONTINUOUS CONCEALED FLASHING
W/ CELL VENT AT 24" MAX O.C.
STAINLESS STEEL DRIP EDGE AND
MORTAR NET

STEEL BEAM - SEE
STRUCTURAL DRAWINGS

THRU-WALL FLASHING

METAL DRIP EDGE SET
IN BED OF MASTIC

6" METAL STUDS AT 16" O.C. -
BETWEEN HANGER

ALUMINUM STOREFRONT
SYSTEM

SEALANT AND BACKER ROD

GALV. BENT STEEL PLATE -
SEE STRUCTURAL DRAWINGS

SEALANT

CS-9 - CAST STONE SILL

EXTERIOR WALL ASSEMBLY - 3A

STEEL CHANNEL HANGER - SEE
STRUCTURALA DRAWINGS

2 1/2" 6" 5 3/4"

SEALANT AND BACKER ROD

CONCRETE SLAB ON METAL
DECK - SEE STRUCTURAL

9 1/2"

CONNECTION PLATE - SEE
STRUCTURAL

METAL CORNER BEAD

EXTERIOR CEILING
ASSEMBLY 14A

SEALANT AND BACKER ROD
EACH SIDE

5/8" GYPSUM BOARD

2" RIGID INSULATION

ALUMINUM STOREFRONT
SYSTEM

SUSPENDED ACOUSTICAL
CEILING SYSTEM

2 1/2" 6"

WALL FLASHING

METAL DRIP EDGE SET
IN BED OF MASTIC

VERT. CHANNEL - SEE
STRUCTURAL DRAWINGS

STEEL BEAM - SEE
STRUCTURAL DRAWINGS

STEEL ANGLE BRACE

WEEPS AT 48” O.C.

EXTERIOR SOFFIT
ASSEMBLY - 14A

INFILL STUDS BETWEEN CHANNELS

MORTAR NET

EXTERIOR WALL ASSEMBLY - 4A

MASONRY TIES AT 16" O.C.
EACH WAY

UTILIYT BRICK CUT
SOLDIER COURSE LINTEL

EXTERIOR WALL
ASSEMBLY 1A

2" SOLID CMU EACH
SIDE OF BEAM

1'-3 1/4"

CONTINUOUS CONCEALED
FLASHING W/ CELL VENT AT
24" MAX O.C. STAINLESS STEEL
DRIP EDGE AND MORTAR NET

WEEPS AT 24"o.c.

CAST STONE VENEER

FILL VOID BELOW GRADE
WITH GROUT

CONCRETE FOUNDATION -
SEE STRUCTURAL
DRAWINGS FOR REINF.

EXTERIOR WALL
ASSEMBLY 2B

DAMPPROOFING

WEEPS AT 48" O.C.

FINISH GRADE - SLOPE
AWAY FROM STRUCTURE

CONCRETE
FLOOR 10A

WALL FLASHING

1 1/2" 1'-3 1/4"

ALUMINUM CURTAIN WALL SYSTEM

1" INSULATING GLASS

5/8" GYPSUM BOARD
ON 2 1/2" METAL STUD
FRAMING AT 16" O.C.

10 5/8"

1'-
7"

7 1/2"

STEEL TUBE WIND BRACING -
SEE STRUCTURAL DRAWINGS

ALUMINUM STOREFRONT
SYSTEM

CS-1 - UTILITY BRICK BULLNOSE

SOLID CMU

PREFINISHED ALUMINUM
FLASHING BY WINDOW
MANUFACTURER

EXTERIOR WALL ASSEMBLY - 2B

M.R. WOOD BLOCKING AS
REQUIRED

1'-1 1/4"

3 1/8"

SEALANT

SCHEDULED SILL

4 1/8" 6"

1"

EXTERIOR WALL ASSEMBLY -
1B or 2B

ALUMINUM WINDOW
SYSTEM

SEALANT AND BACKER
ROD ALL SIDES

SEALANT AND BACKER
ROD ALL SIDES

EXTERIOR WALL
ASSEMBLY 1B OR 2B

SHIM AS REQUIRED

DAMPPROOFING

1'-1 1/4"

3 1/8"6"4 1/8"

BULLNOSED BLOCK AT
JAMBS

EXTERIOR WALL
ASSEMBLY 2B

METAL DRIP EDGE ON
BED OF MASTIC WITH
WEEPS AT 48" O.C.

1/2 EXPANSION
JOINT FILLER
CONCRETE FLOOR 10AFINISH GRADE

SLOPE AWAY FROM
STRUCTURE

CONCRETE FOUNDATION -
SEE STRUCTURAL
DRAWINGS FOR REINF.

1'-1 1/4"

3 5/8" 2" 7 5/8"

4" SOLID CMU

CS10 - CAST
STONE SILL

MORTAR NET

2"

WALL FLASHING

NON-TRACKING SEALANT

EXTERIOR WALL
ASSEMBLY 2A

METAL DRIP EDGE ON
BED OF MASTIC WITH
WEEPS AT 48" O.C.

1/2"x3/4" ALUMINUM
BAR SPACER

MORTAR NET

CS-8 - UTILITY BRICK CUT
SOLDIER COURSE

SEALANT AND
BACKER ROD

STEEL ANGLE - SEE
STRUCTURAL DRAWINGS

EXTERIOR WALL
ASSEMBLY - 1D

ALUMINUM CURTAIN
WALL SYSTEM

WEEPS AT 48" O.C.

1'-7 1/4"

6 1/2"7 1/2"5 1/4"

CONT. STEEL ANGLE - SEE
STRUCTURAL DRAWINGS

EXTERIOR WALL
ASSEMBLY 1A

METAL DRIP EDGE ON
MASTIC BED

GALVANIZED RECEIVER AND
SPRING FORM FLASHING
EPDM WALL FLASHING
EXTERIOR ROOF
ASSEMBLY - 11A

CONT. 8" CMU BOND BEAM

CONTINUOUS CONCEALED
FLASHING W/ CELL VENT AT
24" MAX O.C. STAINLESS STEEL
DRIP EDGE AND MORTAR NET
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SCALE:  1 1/2" = 1'-0" 3ALUMINUM FRAME HEAD - WALL ASSEMBLY - 1A

SCALE:  1 1/2" = 1'-0" 1WINDOW SILL - WALL ASSEMBLY - 2A - LIBRARY

SCALE:  1 1/2" = 1'-0" 2ALUMINUM FRAME JAMB - WALL ASSEMBLY - 1A or 2A

SCALE:  1 1/2" = 1'-0" 4SILL AT SLAB ON GRADE

SCALE:  1 1/2" = 1'-0" 5HEAD AT ENTRY - WALL ASSEMBLY - 3A

SCALE:  1 1/2" = 1'-0" 6SILL AT SECOND FLOOR - WALL ASSEMBLY - 3A

SCALE:  1 1/2" = 1'-0" 7HEAD AT SECOND FLOOR ABOVE ENTRY

SCALE:  1 1/2" = 1'-0" 8ENTRY SOFFIT - WALL ASSEMBLY - 3A

SCALE:  1 1/2" = 1'-0" 10ENTRY SOFFIT AT CORRIDOR 0154

SCALE:  1 1/2" = 1'-0" 11TYPICAL EXTERIOR WALL FOUNDATION

SCALE:  1 1/2" = 1'-0" 12WIND BRACING BEAM - LIBRARY

SCALE:  1 1/2" = 1'-0" 13WINDOW SILL - WALL ASSEMBLY - 2B - BULLNOSE

SCALE:  1 1/2" = 1'-0" 14ALUMINUM FRAME JAMB - WALL ASSEMBLY - 1B OR 2B

SCALE:  1 1/2" = 1'-0" 15FOUNDATION WALL

SCALE:  1 1/2" = 1'-0" 16WINDOW HEAD - WALL ASSEMBLY - 1D

SCALE:  1 1/2" = 1'-0" 9BRICK SUPPORT
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SCALE:  1 1/2" = 1'-0" 1CS-1

SCALE:  1 1/2" = 1'-0" 6CS-6

SCALE:  1 1/2" = 1'-0" 5CS-5

SCALE:  3/8" = 1'-0" 12Decorative Truss Elevation

SCALE:  1 1/2" = 1'-0" 7CS-7

SCALE:  1 1/2" = 1'-0" 8CS-8

SCALE:  1 1/2" = 1'-0" 9CS-9

SCALE:  1 1/2" = 1'-0" 10CS-10

CS-2 - NOT USED

CS-3 - NOT USED

CS-4 - NOT USED













METAL DRIP EDGE
METAL STUD TRACK

3 5/8" METAL STUD TRACK AT 24" 0.C.

3 5/8" METAL STUDS AT 16" O.C.
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STRUCTURAL DRAWINGS
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STRUCTURAL DRAWINGS

8" CONCRETE FILLED BOND BEAM

UTILITY BRICK SOLDIER

PREFINISHED CORRUGATED
METAL WALL PANELS ON 7/8"
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STRUCTURAL DRAWINGS
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STRUCTURAL DRAWINGS
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SCALE:  1 1/2" = 1'-0" 1ROOF SECTION / ELEVATION THRU DINING HALL TOWER

SCALE:  1 1/2" = 1'-0" 2DOWNSPOUT WITH COLLECTOR HEAD A
SCALE:  1 1/2" = 1'-0" 3DOWNSPOUT WITH COLLECTOR HEAD B

SCALE:  1 1/2" = 1'-0" 4DOWNSPOUT WITH COLLECTOR HEAD A AT SCUPPERS
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VA
RI

ES

6"

CEILING HEIGHT
VARIES

DELEGATED DESIGN METAL
FABRICATION SUPPORT
STRUCTURE  - REFER TO
SPECIFICATION SECTION 05 50 00

DELEGATED DESIGN METAL
FABRICATION SUPPORT
STRUCTURE  - REFER TO
SPECIFICATION SECTION 05 50 00

8"

6"

DELEGATED DESIGN METAL
FABRICATION SUPPORT
STRUCTURE  - REFER TO
SPECIFICATION SECTION 05 50 00

51
/2"

STEEL BEAM - SEE STRUCTURAL

1/4" STEEL PLATE TO MATCH
BOTTOM FLANGE OF BEAM5/4" T&G PLANK CEILING ON 3-

5/8" METAL STUD FRAMING
BETWEEN STEEL BEAMS

STEEL BEAM - SEE STRUCTURAL

SE
E

RC
P

6"

5/4" T&G WOOD PLANK CEILING ON 3-5/8" METAL  STUDS

MITER CORNERS

5/4" T&G WOOD PLANK CEILING ON 3-5/8" METAL  STUDS

5/4" T&G WOOD PLANK CEILING ON 3-5/8" METAL STUD
FRAMING BETWEEN STEEL BEAMS

STEEL BEAM  SEE STRUCTURAL
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SCALE:  3/4" = 1'-0" 1TYPICAL SECTION CEILING CLOUD

SCALE:  3/4" = 1'-0" 2TYPICAL ROUND CLOUD FRAMING PLAN

SCALE:  3/4" = 1'-0" 3
TYPICAL SECTION CEILING CLASSROOM ALCOVE
CLOUD

SCALE:  3" = 1'-0" 4WOOD CEILING AT EXPOSED BEAM

SCALE:  3" = 1'-0" 6GWB/WOOD PANEL CEILING - PERIMETER DETAIL

SCALE:  3" = 1'-0" 7
TYPICAL PERIMETER @ EXTERIOR CURTAIN
WALL/STOREFRONT

SCALE:  3" = 1'-0" 5WOOD CEILING AT RIDGE BEAM
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SCALE:  1/4" = 1'-0" 1ENLARGED FLOOR PLAN - STAIR 3 @ BASEMENT

SCALE:  1/4" = 1'-0" 2ENLARGED FLOOR PLAN - STAIR 3 @ FIRST FLOOR

SCALE:  1/4" = 1'-0" 3ENLARGED FLOOR PLAN - STAIR 3 @ SECOND FLOOR
SCALE:  1/4" = 1'-0" 5ENLARGED FLOOR PLAN -STAIR 4 @ FIRST FLOOR

SCALE:  1/4" = 1'-0" 6ENLARGED FLOOR PLAN - STAIR 4 @ SECOND FLOOR

SCALE:  1/4" = 1'-0" 4STAIR 3 - TREAD AND RISER DIAGRAM
SCALE:  1/4" = 1'-0" 7STAIR 4 - TREAD AND RISER DIAGRAM
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SCALE:  3/4" = 1'-0" 1STAIR DETAIL

SCALE:  1 1/2" = 1'-0" 3ART LEVEL ROOF ACCESS LADDER DETAIL

SCALE:  1 1/2" = 1'-0" 2
SECOND FLOOR LEVEL ROOF ACCESS LADDER DETAIL
Copy 1



TOILET PARTITION - SEE
SPECIFICATIONS

4" INTERGRAL EPOXY
COVE BASE

GRAB BARS PER CODE
- SEE SPECIFICATIONS

CERAMIC TILE W/ 4"
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4" INTEGRAL EPOXY COVE
BASE

CERAMIC TILE W/ 4" BULLNOSE
TO MATCH - SEE FINISH
SCHEDULE FOR MATERIAL 80

"

GYPSUM BOARD PT 2

34
"

48" 8" 48"

12" 24" 120" 24" 14"

PAPER TOWEL DISPENSER -
OWNER PROVIDED
CONTRACTOR INSTALLED

SOAP DISPENSER - OWNER
PROVIDED CONTRACTOR
INSTALLED

4'-0" X 3'-10" MIRROR
CENTER OVER SINK - SEE
SPECIFICATIONS

SINK - SEE PLUMBING
DRAWINGS

4" INTEGRAL EPOXY COVE
BASE

25"D SOLID SURFACE
VANITY TOP W/ 4"
BACKSPLASH

PLASTIC LAMINATE
REMOVABLE PANEL

86
"

CERAMIC TILE W/ 4" BULLNOSE TO
MATCH - SEE FINISH SCHEDULE FOR
MATERIAL

DIAPER CHANGING STATION - OWNER
PROVIDED CONTRACTOR INSTALLED

PAPER TOWEL DISPENSER - OWNER
PROVIDED CONTRACTOR INSTALLED

SOAP DISPENSER - OWNER
PROVIDED CONTRACTOR INSTALLED

80
"
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GYPSUM BOARD PT 2

4" INTEGRAL EPOXY
COVE BASE

CERAMIC TILE W/ 4" BULLNOSE TO
MATCH - SEE FINISH SCHEDULE
FOR MATERIAL

URINAL - SEE
PLUMBING DRAWINGS

PAPER TOWEL DISPENSER - OWNER
PROVIDED CONTRACTOR INSTALLED

80
"

GYPSUM BOARD PT 2PT 2

PT 1

NOTE:
ALL DIMENSIONS
INDICATED ARE TO
FACE OF FINISH
MATERIAL
(i.e. CERAMIC TILE)

U.
O.

N .
36

"

VISUAL DISPLAY

IN
T.

EL
EV

S
SE

E
LF

U.
O.

N .
48

"

COUNTERTOP AT
BASE CABINET

171 138 163

MARKER TRAY

SOLID BLOCKING, TYP.

139

WALL CLOCK

LIGHT
SWITCH(ES)

DOOR FRAME

THERMOSTAT

3"46
"3"

CARD READER AT DOOR, LATCH SIDE

CL

CL 1. COORDINATE HEIGHT OF WATER CLOSET FLUSHOMETER
    WITH MOUNTING HEIGHT OF REAR GRAB BAR TO PROVIDE
    CLEARANCE FOR SERVICING OF VALVES WITHOUT
    REQUIRING REMOVAL OF GRAB BAR.

2. ALL ACCESSORIES SHALL BE IN ACCORDANCE WITH A.D.A.
    AND ALL APPLICABLE HANDICAP CODES.

3. PROVIDE BLOCKING IN WALLS  FOR ALL ACCESOORIES AS
    REQUIRED.

4. ALL ACCESSORIES SHALL BE IN ACCORDANCE WITH A.D.A.
    AND ALL APPLICABLE HANDICAP CODES.

5. LAVATORIES SHALL COMPLY WITH NCHC 11.6.2.(6) AND
    CABO/ANSI 4.20.2.1.

6. ALL DIMENSIONS INDICATED ARE TO FACE OF FINISH
    MATERIAL (i.e. CERAMIC TILE)

C L

TOP OF RIM

TOP OF FLUSH
LEVER OR SENSOR

URINAL

SECTION

1 1/4" DIA. MIN.
1 1/2" DIA. MAX.

CENTERLINE OF
OPERABLE ROLL

TOILET PAPER DISPENSER MIRROR

BOTTOM OF
REFLECTIVE
SURFACE

PAPER TOWEL DISPENSER

TOP OF DISPENSING
SLOT OR OPERATING
MECHANISM
WHICHEVER IS HIGHERPLAN

SOAP DISPENSER

TOP OF
OPERATING
MECHANISM

COAT HOOK

TOP OF
HOOKCLEAR FLOOR SPACE

FINISHED SURFACE
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9"
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.
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.
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.
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(FEB)

CABINET
(FEC)

56
"M

AX
.
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P
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FI
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NE
T

48
"M

AX
.

 TYPICAL "HI-LO" ELECTRIC WATER COOLER

TOP OF BASIN

TOP OF SPOUT

34
"M

AX
.

27
"

FIXED
APRON

27
"

19"

34
"39
"
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"

40"

12"42"
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"

7"
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.
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IN
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FINISHED SURFACE
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P
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M
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"M

AX
.

FRONT ELEVATION

29
"M

IN
.

60"

CL
15" MIN.

TYPICAL WATER CLOSET TYPICAL LAVATORY

INSULATE EXPOSED
WATER SUPPLY AND
DRAIN  PIPES PER
ADA REQUIREMENTS

SIDE ELEVATION

CL
FINISHED
SURFACE

CLEAR
18" MIN.

FINISHED FLOOR 33
"M
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.

36
"M

AX
.

33
"M

IN
.
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.

36" GRAB BAR
42" GRAB BAR
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GRAB BAR
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N.15
"
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"
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"
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"

ALIGN STUDS WITH GRAB
BAR
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.

ELEVATION
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"
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.
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.
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EQ EQ EQ EQ

CLEAR
18" MIN.
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CLEAR

30" MIN.

34
"

24
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FRONT ELEVATION SIDE ELEVATION

FINISHED
SURFACE
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36
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AX
.

TOILET PARTITIONS

FINISHED
SURFACE

CARD
READER

BABY CHANGING STATION

TOP OF BABY
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SURFACE

TOP OF BED
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"
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ACCESS DOOR
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"
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ELECTRICAL COMMUNICATIONS
PANELBOARD
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SCALE:  1/4" = 1'-0" 1INTERIOR ELEVATION - WOMEN 124SCALE:  1/4" = 1'-0" 2INTERIOR ELEVATION - WOMEN 124
SCALE:  1/4" = 1'-0" 3INTERIOR ELEVATION - MEN 125SCALE:  1/4" = 1'-0" 4INTERIOR ELEVATION - WOMEN 124

SCALE:  1/4" = 1'-0" 5INTERIOR ELEVATION - MEN 125
SCALE:  1/4" = 1'-0" 6INTERIOR ELEVATION - MEN 125

SCALE:  1/4" = 1'-0" 7INTERIOR ELEVATION - MEN 125
SCALE:  1/4" = 1'-0" 8INTERIOR ELEVATION - MEN 125

SCALE:  1/4" = 1'-0" 9TYPICAL MOUNTING HEIGHTS



34
"

4'-0" X 3'-10" MIRROR - SEE
SPECIFICATIONS

2'-6" X 6'-0" MIRROR -
SEE SPECIFICATIONS

SOAP DISPENSER - OWNER
PROVIDED CONTRACTOR
INSTALLED
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SINK - SEE PLUMBING
DRAWINGS

25"D SOLID SURFACE
VANITY TOP W/ 4"
BACKSPLASH

PLASTIC LAMINATE
REMOVABLE PANEL

4" INTEGRAL EPOXY
COVE BASE

8" 48" 8" 48"

CERAMIC TILE  W/ 4"
BULLNOSE TO MATCH -
SEE FINISH SCHEDULE
FOR MATERIAL

PAPER TOWEL
DISPENSER - OWNER
PROVIDED
CONTRACTOR
INSTALLED

SOAP DISPENSER -
OWNER PROVIDED
CONTRACTOR
INSTALLED

PAPER TOWEL DISPENSER -
OWNER PROVIDED CONTRACTOR
INSTALLED

40
"

68 3/8" 32" 24" 120" 24"

4"
76

"

86
"

GYPSUM BOARD PAINT PT 6

4" INTEGRAL EPOXY
COVE BASE

GRAB BARS PER
CODE - SEE
SPECIFICATIONS

CERAMIC TILE  W/ 4"
BULLNOSE TO MATCH -
SEE FINISH SCHEDULE
FOR MATERIAL

TOILET PARTITION -
SEE SPECIFICATIONS

4"
76

"

GYPSUM BOARD PAINT
PT 6

PT 2

PT 1

4'-0" X 3'-10" MIRROR - SEE
SPECIFICATIONS

SOAP DISPENSER -
OWNER PROVIDED
CONTRACTOR
INSTALLED

PAPER TOWEL DISPENSER
- OWNER PROVIDED
CONTRACTOR INSTALLED

36" 24" 120" 24" 32"

48" 8" 48"

SINK - SEE PLUMBING
DRAWINGS

25"D SOLID SURFACE
VANITY TOP W/ 4"
BACKSPLASH

PLASTIC LAMINATE
REMOVABLE PANEL

SOAP DISPENSER  - OWNER
PROVIDED CONTRACTOR
INSTALLED

PAPER TOWEL
DISPENSER - OWNER
PROVIDED
CONTRACTOR
INSTALLED

2'-6" X 6'-0" MIRROR -
SEE SPECIFICATIONS

4" INTEGRAL EPOXY COVE
BASE

CERAMIC W/ 4"
BULLNOSE TO
MATCH - SEE FINISH
SCHEDULE FOR
MATERIAL

4"
76

"

64"

34
"

8
A7.21

GYPSUM BOARD PAINT PT 2

URINAL SCREEN -
SEE SPECIFICATIONS

4" INTEGRAL EPOXY
COVE BASE

GRAB BARS PER CODE
- SEE SPECIFICATIONS

TOILET PARTITION -
SEE SPECIFICATIONS

CERAMIC TILE  W/ 4"
BULLNOSE TO MATCH -
SEE FINISH SCHEDULE
FOR MATERIAL

4"
76

"

GYPSUM BOARD PAINT PT 2

PT 2

PT 1

80
"

 MIRROR

PLASTIC LAMINATE OVER
3/4" PLYWOOD

REMOVABLE PANEL. 3/4"
PLYWOOD W/ PLASTIC
LAMINATE SURFACE

SINK - SEE PLAUMBING
DRAWINGS

5 1/2"

CERAMIC TILE

3/4" 3/4"

7"

11
/2"

31
/2"

2"
18

"
9"

SCHLUTER STRIP

GYP. BOARD

INTEGRAL EPOXY FLOORING
AND COVE  BASE

3/4" RADIUS COVE

ALIGN CERAMIC TILE AND EPOXY
COVE BASE

CO
VE

HE
IG

HT

4"

 2 X 4 BLOCKING AS REQUIRED
ANCHORED TO STUDS AT 16" O.C.

25"

BLOCKING AS NEEDED

 MIRROR FRAME
HANDICAP ACCESSIBLE
VANITY TOP WITH 4"
BACKSPLASH - SEE
FINISH SCHEDULE FOR
FOR MATERIAL

4" INTEGRAL EPOXY
COVE BASE

PT 2

PT 1

80
"

CONTROL JOINT

4" INTEGRAL EPOXY
COVE BASE

PT 2

PT 1

80
"

4" INTEGRAL EPOXY COVE BASE

PT 2

PT 1

80
"
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SCALE:  1/4" = 1'-0" 3INTERIOR ELEVATION - TOILET 144, 240SCALE:  1/4" = 1'-0" 4INTERIOR ELEVATION - TOILET 144, 240

SCALE:  1/4" = 1'-0" 5INTERIOR ELEVATION - TOILET 145, 241
SCALE:  1/4" = 1'-0" 6INTERIOR ELEVATION - TOILET 145, 241

SCALE:  1 1/2" = 1'-0" 8SECTION THRU TYPICAL VANITY SOLID SURFACE

SCALE:  1/4" = 1'-0" 1INTERIOR ELEVATION - TOILET 144, 240
SCALE:  1/4" = 1'-0" 2INTERIOR ELEVATION - TOILET 144, 240

SCALE:  1/4" = 1'-0" 7INTERIOR ELEVATION - TOILET 145, 241



34
"

42" EQ EQ EQ EQ EQ

GRAB BARS PER CODE -
SEE SPECIFICATIONS

4" INTEGRAL EPOXY
COVE BASE

TOILET PARTITION - SEE
SPECIFICATIONS

18" X 36" MIRROR - SEE
SPECIFICATIONS
SOAP DISPENSER -
OWNER PROVIDED
CONTRACTOR INSTALLED

PAPER TOWEL DISPENSER -
OWNER PROVIDED
CONTRACTOR INSTALLED
25"D SOLID SURFACE
VANITY TOP WITH 4"
BACKSPLASH

TOILET PAPER DISPENSER -
OWNER PROVIDED
CONTRACTOR INSTALLED

73"

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN

GRAB BARS PER CODE
- SEE SPECIFICATIONS

4" INTEGRAL EPOXY
COVE BASE

TOILET PARTITION -
SEE SPECIFICATIONS

18" X 36" MIRROR - SEE
SPECIFICATIONS

SOAP DISPENSER -
OWNER PROVIDED
CONTRACTOR INSTALLED

PAPER TOWEL DISPENSER
- OWNER PROVIDED
CONTRACTOR INSTALLED

25"D SOLID SURFACE
VANITY TOP WITH 4"
BACKSPLASH

TOILET PAPER DISPENSER -
OWNER PROVIDED
CONTRACTOR INSTALLED

73"

EQ EQ EQ EQ EQ

4"
34

"

URINAL PARTITION - SEE
SPECIFICATIONS

14
"

80 1/2" 24" 92"

CERAMIC TILE 3'-6" A.F.F. W/ 2"
BULLNOSE TO MATCH - SEE
FINISH SCHEDULE FOR MATERIAL

DIAPER CHANGING STATION -
OWNER PROVIDED
CONTRACTOR INSTALLED

18" X 36" MIRROR

25 1/2"D SOLID SURFACE VANITY
TOP W/ 4" BACKSPLASH

SINK - SEE PLUMBING DRAWINGS
SOAP DISPENSER - OWNER
PROVIDED CONTRACTOR
INSTALLED

PAPER TOWEL DISPENSER
- OWNER PROVIDED
CONTRACTOR INSTALLED

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN

PLASTIC LAMINATE
REMOVABLE PANEL

34
"

4" INTEGRAL EPOXY
COVE BASE

80
"

EQ EQEQ EQ EQ 96"

GRAB BARS PER CODE -
SEE SPECIFICATIONS

4" INTEGRAL EPOXY
COVE BASE

TOILET PARTITION - SEE
SPECIFICATIONS

TOILET PAPER DISPENSER
- OWNER PROVIDED
CONTRACTOR INSTALLED

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN

EQ EQ

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN GRAB BARS PER CODE - SEE

SPECIFICATIONS

4" INTEGRAL EPOXY COVE BASE

TOILET PARTITION - SEE
SPECIFICATIONS

URINAL PARTITION - SEE
SPECIFICATIONS
URINAL - SEE PLUMBING
DRAWINGS

EQ 42"EQ EQEQ EQEQ

14
"

14
"

46" 92" 24" 80 1/2"

CERAMIC TILE W/ 4" BULLNOSE
TO MATCH - SEE FINISH
SCHEDULE FOR MATERIAL

DIAPER CHANGING STATION -
OWNER PROVIDED CONTRACTOR
INSTALLED

18" X 36" MIRROR - SEE
SPECIFICATIONS

25"D SOLID SURFACE VANITY
TOP W/ 4" BACKSPLASH

SINK - SEE PLUMBING DRAWINGS

SOAP DISPENSER - OWNER
PROVIDED CONTRACTOR INSTALLED

PAPER TOWEL DISPENSER - OWNER
PROVIDED CONTRACTOR INSTALLED

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN

PLASTIC LAMINATE
REMOVABLE PANEL

4" INTEGRAL EPOXY
COVE BASE

80
"

TOILET PAPER DISPENSER -
OWNER PROVIDED
CONTRACTOR INSTALLED

WATERCLOSET - SEE
PLUMBING DRAWINGS

GYPSUM BOARD
CEILING - SEE
REFLECTED CEILING
PLAN

4" INTEGRAL EPOXY
COVE BASE

4" INTEGRAL COVE BASE

GYPSUM BOARD CEILING
- SEE REFLECTED
CEILING PLAN

GYPSUM BOARD CEILING
- SEE REFLECTED
CEILING PLAN

4" INTEGRAL EPOXY
COVE BASE

FROSTED GLASS WINDOW
- SEE FLOOR PLAN
TOILET PARTITION - SEE
SPECIFICATIONS

4" INTEGRAL EPOXY
COVE BASE

TOILET PAPER DISPENSER
- OWNER PROVIDED
CONTRACTOR INSTALLED

GYPSUM BOARD CEILING
- SEE REFLECTED
CEILING PLAN

TOILET PARTITION - SEE
SPECIFICATIONS

PAPER TOWEL
DISPENSER - OWNER
PROVIDED CONTRACTOR
INSTALLED

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN

4" INTEGRAL EPOXY
COVE BASE

FROSTED GLASS WINDOW
- SEE FLOOR PLAN

TOILET PARTITION - SEE
SPECIFICATIONS

PAPER TOWEL DISPENSER
- OWNER PROVIDED
CONTRACTOR INSTALLED
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SCALE:  1/4" = 1'-0" 1INTERIOR ELEVATION - DINING HALL TOILET 105
SCALE:  1/4" = 1'-0" 5INTERIOR ELEVATION - DINING HALL TOILET 106

SCALE:  1/4" = 1'-0" 6INTERIOR ELEVATION - DINING HALL TOILET 131
SCALE:  1/4" = 1'-0" 7INTERIOR ELEVATION - DINING HALL TOILET 131

SCALE:  1/4" = 1'-0" 10INTERIOR ELEVATION - DINING HALL TOILET 132
SCALE:  1/4" = 1'-0" 11INTERIOR ELEVATION - DINING HALL TOILET 132

SCALE:  1/4" = 1'-0" 2INTERIOR ELEVATION - DINING HALL TOILET 105,106
SCALE:  1/4" = 1'-0" 3INTERIOR ELEVATION - DINING HALL TOILET 105,106

SCALE:  1/4" = 1'-0" 4INTERIOR ELEVATION - DINING HALL TOILET 105,106

SCALE:  1/4" = 1'-0" 8INTERIOR ELEVATION - DINING HALL TOILET 131,132
SCALE:  1/4" = 1'-0" 9INTERIOR ELEVATION - DINING HALL TOILET 131,132



10
3"

33
"

16"D PLASTIC LAMINATE
COUNTERTOP W/ 4"
BACKSPLASH  TYP PER
CLASSROOM

LIGHT SHELF - SEE
SPECIFICATIONS

WALL BASE

16"D PLASTIC LAMINATE
OPEN CUBBIES EVENLY
SPACED TYP PER
CLASSROOM ANGLED METAL KNEE

BRACE TYP10
4"

34
"

16"D PLASTIC LAMINATE
COUNTERTOP W/ 4"
BACKSPLASH  TYP PER
CLASSROOM

34
"

TACKBOARD - TYP PER
CLASSROOM - N.I.C.

E.Q. E.Q. E.Q.

42
"

1" FILLER FULL HEIGHT

48"

BASE

30"

BASE

30" 96" VARIES PER CLASSROOM

25" D OVERHEAD
PLASTIC LAMINATE
CABINET WITH
ADJUSTABLE SHELVES

10
3"

16"D PLASTIC
LAMINATE
COUNTERTOP W/ 4"
BACKSPLASH  TYP
PER CLASSROOM
ANGLED METAL
KNEE BRACE - TYP

LIGHT SHELF -
SEE
SPECIFICATIONS

16"

WALL BASE

CONTROL JOINT

30
"

74
"

BASE

25"

SLIDING WHITEBOARD
W/ INTEGRATED
TOUCH SCREEN - TYP
PER CLASSROOM -
N.I.C.

15 1/2"D PLASTIC
LAMINATE OVERHEAD
CABINETS WITH
ADJUSTABLE SHELVES -
TYP

GYPSUM BOARD
CEILING - SEE
REFLECTED CEILING
PLAN

WALL BASE

FILLER
1 1/2"

BASE

36"

BASE

36"

SINK BASE

42"

25"D PLASTIC LAMINATE
COUTERTOP W/ 4" BACKSPLASH

FILLER
1 1/2"

WALL

36"

WALL

36"

34
"

24
"

50
"

SINK - SEE PLUMBING
DRAWINGS

15 1 /2""D PLASTIC LAMINATE
OVERHEAD CABINETS WITH
ADJUSTABLE SHELVES - TYP

WALL BASE

GENERAL MILLWORK NOTES
1. ALL CABINETS SHALL BE PLASTIC LAMINATE SURFACE ON ALL EXPOSED SURFACES.  INTERIORS OF CLOSED CABINETRY TO HAVE A MELAMINE FINISH.

2. BASE CABINETS SHALL BE 24" DEEP UNLESS OTHERWISE NOTED.

3. FIELD VERIFY ALL DIMENSIONS PRIOR TO FABRICATION.

4. BASE CABINET DOOR AND DRAWER FRONTS SHALL BE 3/4" THICK.

5. ALL CABINETS SHALL HAVE BACKS.

6. ALL TOPS TO BE 1 1/2" THICK PARTICLE BOARD WITH STRAIGHT EDGE AND PLASTIC LAMINATE.

7. PROVIDE FILLERS AT ENDS TO MATCH CABINETS (AS REQUIRED).

8. CABINETS SHALL BE PROVIDED COMPLETE WITH ALL INCIDENTAL HARDWARE.

9. WALL CABINETS SHALL BE 14" CLEAR UNLESS OTHERWISE NOTED.

10. MANUFACTURER TO SUBMIT SHOP DRAWINGS PRIOR TO FABRICATION.

11. PROVIDE ADEQUATE BLOCKING AS REQUIRED TO SECURELY INSTALL ALL MILLWORK.

12. BASE FOR MILLWORK SHALL BE RUBBER OR VINYL AND SHALL MATCH BASE SCHEDULED FOR ROOMS IN WHICH MILLWORK OCCURS.  COORDINATE WITH APPROPRIATE TRADES FOR SELF-COVE BASE AREAS.

13. PROVIDE CAULKING AT ALL TRANSITIONS BETWEEN COUNTERTOPS AND FINISH WALL MATERIAL. CAULKING TO MATCH ADJACENT LAMINATE COLOR.

14. GRAIN TO RUN VERTICALLY ON ALL WOOD LOOKING PLASTIC LAMINATE.

15. ALL EXPOSED OUTSIDE EDGES OF WORK SURFACE/COUNTER TOP TO HAVE 2" RADIUS. ALL BASE CABINETS BELOW TO CLEAR RADIUS.

16. LOCKING CABINETS DENOTED WITH "*".

17. GROMMET LOCATIONS TO BE VERIFIED BY OWNER.

18. MILLWORK CONTRACTOR TO COORDINATE WITH ALL APPROPRIATE TRADES.

19. MILLWORK MAY BE MIRRORED OR OPPOSITE HAND.  SEE FLOOR PLAN FOR LOCATIONS.

20. FILE DRAWERS DENOTED WITH "F"

21. LATERAL FILE DRAWERS DENOTED WITH "LF"

22. MILLWORK DRAWINGS ARE SPECIFICALLY FOR DESIGN INTENT.  CONTSTRUCTION SHALL COMPLY WITH QUALITY ASSURANCE SPECIFICATIONS OF AWI CUSTOM QUALITY STANDARDS.

4"
26

"
24

"
50

"

15 1/2"D PLASTIC LAMINATE
OVERHEAD CABINET WITH
ADJUSTABLE SHELVES

ANGLED METAL KNEE
BRACE - TYP

25"D PLASTIC LAMINATE
WORKSURFACE

27"D PLASTIC LAMINATE
WORKSURFACE

WALL BASE

85"

50
"

20
"

4"
26

"
4"

LOW WALL RETURN -
SEE MECHANICAL
DRAWINGS

FILLER
EQ

WALL

42"

WALL

42"

WALL

42" FILLER
EQ

BASE

18"

BASE

18"
FILLER

1" ANGLED METAL KNEE
BRACE TYP
WALL BASE

44 15/16"

WALL BASE

34
"

3" 69"

1" FILLER

30" 24" 30"

30
"

70
"

4"

25" DEEP PLASTIC LAMINATE
CABINET WITH ADJUSTABLE
SHELVES

25"D PLASTIC
LAMINATE
COUNTERTOP W/ 4"
BACKSPLASH

ANGLED METAL
KNEE BRACE - TYP

WALL BASE

34
"

25"D PLASTIC LAMINATE
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SCALE:  1/4" = 1'-0" 2INTERIOR ELEVATION - TYPICAL CLASSROOM
SCALE:  1/4" = 1'-0" 3INTERIOR ELEVATION - TYPICAL CLASSROOM

SCALE:  1/4" = 1'-0" 4INTERIOR ELEVATION - TYPICAL CLASSROOM

SCALE:  1/4" = 1'-0" 8INTERIOR ELEVATION - KITCHENETTE 108
SCALE:  1/4" = 1'-0" 6
INTERIOR ELEVATION - TYPICAL TEACHER WORK
STATION

SCALE:  1/4" = 1'-0" 1INTERIOR ELEVATION - TYPICAL CLASSROOM

SCALE:  1/4" = 1'-0" 7INTERIOR ELEVATION - COUNSELOR 107

SCALE:  1/4" = 1'-0" 13INTERIOR ELEVATION - COPY 109
SCALE:  1/4" = 1'-0" 14INTERIOR ELEVATION - COPY 109

SCALE:  1/4" = 1'-0" 15INTERIOR ELEVATION - COPY 109

SCALE:  1/4" = 1'-0" 9INTERIOR ELEVATION - CAFE 129SCALE:  1/4" = 1'-0" 10INTERIOR ELEVATION - SERVING 130
SCALE:  1/4" = 1'-0" 11INTERIOR ELEVATION - SERVING 130

SCALE:  1/4" = 1'-0" 5
INTERIOR ELEVATION - TYPICAL TEACHER WORK
STATION
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SEE PLUMBING DRAWINGS
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LINOLEUM COMPOSITION
SHEET FINISH  LCS 1, SEE
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PLUMBING DRAWINGS
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SPECIFICATIONS

RAMP - SEE
STRUCTURAL
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SCALE:  1/4" = 1'-0" 1INTERIOR ELEVATION - CORRIDOR 132

SCALE:  1/4" = 1'-0" 2INTERIOR ELEVATION - CORRIDOR 138

SCALE:  1/4" = 1'-0" 3INTERIOR ELEVATION - CORRIDOR 132

SCALE:  1/4" = 1'-0" 4INTERIOR ELEVATION - CORRIDOR 138

SCALE:  1/4" = 1'-0" 5INTERIOR ELEVATION - CORRIDOR 138

SCALE:  1/4" = 1'-0" 6INTERIOR ELEVATION - TEACHER WORK ROOM 170, 246

SCALE:  1/4" = 1'-0" 7INTERIOR ELEVATION - TEACHER WORK ROOM 170, 246
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SCALE:  1/4" = 1'-0" 5INTERIOR ELEVATION - TECH STUDIO 139

SCALE:  1/4" = 1'-0" 10INTERIOR ELEVATION - CLASSROOM 148
SCALE:  1/4" = 1'-0" 11INTERIOR ELEVATION - PRINT SHOP 156

SCALE:  1/4" = 1'-0" 1INTERIOR ELEVATION - TECHNOLOGY 142
SCALE:  1/4" = 1'-0" 2INTERIOR ELEVATION - TECHNOLOGY 142

SCALE:  1/4" = 1'-0" 3INTERIOR ELEVATION - TECHNOLOGY 142
SCALE:  1/4" = 1'-0" 4INTERIOR ELEVATION - TECHNOLOGY 142

SCALE:  1/4" = 1'-0" 6INTERIOR ELEVATION - TOOL STORAGE 152
SCALE:  1/4" = 1'-0" 7INTERIOR ELEVATION - TOOL STORAGE 152

SCALE:  1/4" = 1'-0" 8INTERIOR ELEVATION - TOOL STORAGE 152
SCALE:  1/4" = 1'-0" 9INTERIOR ELEVATION - TOOL STORAGE 152

SCALE:  1/4" = 1'-0" 14INTERIOR ELEVATION - STORAGE 166

SCALE:  1/4" = 1'-0" 12INTERIOR ELEVATION - STORAGE 166
SCALE:  1/4" = 1'-0" 13INTERIOR ELEVATION - STORAGE 166

SCALE:  1/4" = 1'-0" 15INTERIOR ELEVATION - STORE 179
SCALE:  1/4" = 1'-0" 16INTERIOR ELEVATION - STORE 179

SCALE:  1/4" = 1'-0" 17INTERIOR ELEVATION - STORE 179
SCALE:  1/4" = 1'-0" 18INTERIOR ELEVATION - STORE 179
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REFLECTED CEILING PLAN
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SPECIES NATURAL
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1052 TO MATCH
WOOD DOOR COLOR

LIGHT FIXTURE - SEE
ELECTRICAL

GYPSUM BOARD  - FINISH PT
1

GYPSUM BOARD WALL -
FINISH PT 10

GYPSUM BOARD - FINISH PT 2

GYPSUM BOARD - FINISH PT 2

PAINT PT 1

 WALL - FINISH PT 1

PAINT STEEL ROUND
MEDALLION - FINISH  PT 1

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN - FINISH PT 1O

DECORATIVE TRUSS
WRAPPED  WOOD VENEER
TRUSS SPECIES NATURAL
BIRCH FINISH RA-1052 TO
MATCH WOOD DOOR COLOR

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN

MONITOR

LIGHT FIXTURE - SEE
ELECTRICAL
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BOARD CEILING - SEE
REFLECTED CEILING
PLAN- FINISH PT 1

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN - FINISH PT 10

GYPSUM BOARD  -
FINISH PT 1

GYPSUM BOARD WALL -
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PAINT PT 1

GYPSUM BOARD CEILING -
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PLAN - FINISH PT 1

PAINT STEEL ROUND
MEDALLION - FINISH  PT 1

WALL BASE

WOOD PLANK CEILING - SEE
REFLECTED CEILING PLAN

GYPSUM BOARD CEILING -
SEE REFLECTED CEILING
PLAN- FINISH PT 10

GYPSUM BOARD WALL -
FINISH PT 2

GYPSUM BOARD - FINISH PT 2GYPSUM BOARD - FINISH PT 1

GYPSUM BOARD WALL -
FINISH PT 10

WALL BASE

ACOUSTICAL TILE CEILING
- SEE REFLECTED CEILING
PLAN

CIRCULATION DESK

GYPSUM BOARD CEILING  - SEE
REFLECTED CEILING PLAN -
FINISH PT 10 ON FACE OF
SOFFIT UNDER SIDE PT 1.

MONITOR

GYPSUM BOARD ON METAL STUD
FRAMING AROUND COLUMN - FINISH
PT 2

GYPSUM BOARD CEILING  -
SEE REFLECTED CEILING
PLAN

WOOD PLANK CEILING  - SEE
REFLECTED CEILING PLAN

GYPSUM BOARD  - FINISH PT 10

GYPSUM BOARD  - FINISH PT 1
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SCALE:  1/4" = 1'-0" 1INTERIOR ELEVATION - LIBRARY

SCALE:  1/4" = 1'-0" 2INTERIOR ELEVATION - LIBRARY

SCALE:  1/4" = 1'-0" 3INTERIOR ELEVATION - LIBRARY

SCALE:  1/4" = 1'-0" 4INTERIOR ELEVATION - LIBRARY



WALL MOUNTED
TELEVISION - N.I.C.

FIRE
EXTINGUISHER IN
SEMI-RECESSED
CABINET - SEE
SPECIFICATIONSPLASTIC LAMINATE

CIRCULATION DESK

EQ 133 11/16" EQ

GYPSUM BOARD WRAPPED
COLUMN - SEE DETAIL 7/A1.51

ACOUSTIC TILE CEILING - SEE
REFLECTED CEILING PLAN

ACOUSTIC TILE CEILING - SEE
REFLECTED CEILING PLAN

LIGHT FIXTURE - SEE
REFLECTED CEILING PLAN

WALL BASE

PLASTIC LAMINATE CIRCULATION
DESK W/ PLASTIC LAMINATE
COUNTERTOP AND ADJUSTABLE
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SCALE:  1/4" = 1'-0" 1INTERIOR ELEVATION - CIRCULATION DESK 182
SCALE:  1/4" = 1'-0" 2INTERIOR ELEVATION - CIRCULATION DESK 182

SCALE:  1/4" = 1'-0" 3INTERIOR ELEVATION - CIRCULATION DESK 182

SCALE:  1/4" = 1'-0" 4INTERIOR ELEVATION - ART CLASSROOM 163

SCALE:  1/4" = 1'-0" 13INTERIOR ELEVATION - CLASSROOM 208

SCALE:  1/4" = 1'-0" 9INTERIOR ELEVATION - CLASSROOM 211
SCALE:  1/4" = 1'-0" 10INTERIOR ELEVATION - CLASSROOM 211

SCALE:  1/4" = 1'-0" 8
INTERIOR ELEVATION - CLASSROOM 238 TEACHER
WORKSTATION

SCALE:  1/4" = 1'-0" 7
INTERIOR ELEVATION - CLASSROOM 238 TEACHER
WORKSTATION

SCALE:  1/4" = 1'-0" 6INTERIOR ELEVATION - CLASSROOM 238

SCALE:  1/4" = 1'-0" 5INTERIOR ELEVATION - SPEECH 207

SCALE:  1/4" = 1'-0" 11INTERIOR ELEVATION - CLASSROOM 211

SCALE:  1/4" = 1'-0" 12INTERIOR ELEVATION - CLASSROOM 208
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SCALE:  1/4" = 1'-0" 1INTERIOR ELEVATION - DINING HALL 103
SCALE:  1/4" = 1'-0" 2INTERIOR ELEVATION - DINING HALL 103

SCALE:  1/4" = 1'-0" 3INTERIOR ELEVATION - DINING HALL 103

SCALE:  1/4" = 1'-0" 4INTERIOR ELEVATION - LOCKERS 129
SCALE:  1/4" = 1'-0" 5INTERIOR ELEVATION - LOCKERS 129
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SCALE:  1 1/2" = 1'-0" 1
TYP. JAMB AT H.M. DOOR FRAME - 3 5/8" METAL
STUD/GYPSUM BOARD PARTITION

SCALE:  1 1/2" = 1'-0" 2
TYP. HEAD AT H.M. DOOR FRAME - 3 5/8" METAL
STUD/GYPSUM BOARD PARTITION

SCALE:  1 1/2" = 1'-0" 4
TYP. JAMB AT H.M DOOR FRAME W/ SIDELITE - 3 5/8"
METAL STUD/GYPSUM BOARD PARTITION

SCALE:  1 1/2" = 1'-0" 6
TYP. HEAD/SILL AT H.M. DOOR FRAME W/ SIDELITE - 3
5/8" METAL STUD/GYPSUM BOARD PARTITION

SCALE:  1 1/2" = 1'-0" 5
TYP. JAMB AT H.M. DOOR FRAME W/ SIDELITE - 3 5/8"
METAL STUD/GYPSUM BOARD PARTITION

SCALE:  1 1/2" = 1'-0" 11
TYP. JAMB AT H.M. DOOR FRAME - 7 5/8" CMU
PARTITION

SCALE:  1 1/2" = 1'-0" 12
TYP. HEAD AT H.M. DOOR FRAME - 7 5/8" CMU
PARTITION

SCALE:  1 1/2" = 1'-0" 15
TYP. JAMB AT DOUBLE EGRESS H.M. DOOR FRAME - 7
5/8" CMU PARTITION

SCALE:  1 1/2" = 1'-0" 16
TYP. HEAD AT DOUBLE EGRESS H.M. DOOR FRAME - 7
5/8" CMU PARTITION

SCALE:  1 1/2" = 1'-0" 3
TYP. HEAD AT H.M. DOOR FRAME W/ TRANSOM - 3 5/8"
METAL STUD/GYPSUM BOARD PARTITION

SCALE:  1 1/2" = 1'-0" 13
TYP. HEAD AT H.M. DOOR FRAME W/ TRANSOM - 7 5/8"
CMU PARTITION

SCALE:  1 1/2" = 1'-0" 14
TYP. JAMB AT H.M. DOOR FRAME W/ SIDELITE - 7 5/8"
CMU PARTITION

SCALE:  1 1/2" = 1'-0" 7
TYP. HEAD/SILL AT H.M. FRAME BORROWED LITE - 3
5/8" METAL STUD/GYPSUM BOARD PARTITION

SCALE:  1 1/2" = 1'-0" 8
TYP. JAMB AT H.M. DOOR FRAME - 6" METAL
STUD/GYPSUM BOARD PARTITION

SCALE:  1 1/2" = 1'-0" 9
TYP. HEAD AT H.M. DOOR FRAME - 6" METAL
STUD/GYPSUM BOARD PARTITION

SCALE:  1 1/2" = 1'-0" 10
TYP. HEAD AT H.M. DOOR FRAME W/ TRANSOM - 6"
METAL STUD/GYPSUM BOARD PARTITION
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SCALE:  3" = 1'-0" 1INTERIOR ALUMINUM - JAMB

SCALE:  3" = 1'-0" 2INTERIOR ALUMINUM - HEAD / SILL

SCALE:  3" = 1'-0" 4INTERIOR ALUMINUM DOOR FRAME - JAMB DETAILS

SCALE:  3" = 1'-0" 3INTERIOR ALUMINUM SWING DOOR FRAME - HEAD WD

SCALE:  3" = 1'-0" 5INTERIOR ALUMINUM SWING DOOR FRAME - HEAD/SILL

SCALE:  3" = 1'-0" 6
INTERIOR ALUMINUM DOOR FRAME - JAMB DETAILS
WD

SCALE:  3" = 1'-0" 8INTERIOR ALUMINUM FRAME - HEAD/SILL
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SCALE:  1 1/2" = 1'-0" 3HEAD AT H.M. FRAME - EXT.

SCALE:  1 1/2" = 1'-0" 2JAMB AT H.M. FRAME - EXT.

SCALE:  1 1/2" = 1'-0" 1SILL AT H.M. FRAME - EXT. CMU W/BRICK VENEER

SCALE:  1 1/2" = 1'-0" 6
HEAD W/TRANSOM AT H.M. FRAME - EXT. CMU
W/STONE VENEER

SCALE:  1 1/2" = 1'-0" 5JAMB AT H.M. FRAME - EXT. CMU W/STONE VENEER

SCALE:  1 1/2" = 1'-0" 4HEAD AT COILING DOOR

SCALE:  1 1/2" = 1'-0" 7JAMB AT COILING DOOR

SCALE:  1 1/2" = 1'-0" 8JAMB AT COILING DOOR - EXT. CMU W/STONE VENEER

SCALE:  1 1/2" = 1'-0" 9HEAD AT COILING DOOR

SCALE:  1 1/2" = 1'-0" 10JAMB AT COILING DOOR - DISHWASH
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FIRST FLOOR ELEVATION

SECOND FLOOR ELEVATION
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SCALE:  1/8" = 1'-0" 1Basement Floor Finish Plan
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SCALE:  1/8" = 1'-0" 11st Floor / Art Level Finish Plan - PART 'B'
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SCALE:  1/8" = 1'-0" 12nd Floor Finish Plan - PART 'A'
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SCALE:  1/8" = 1'-0" 12nd Floor Finish Plan - PART 'B'
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SCALE:  1/8" = 1'-0" 1FLOOR PLAN - DINING HALL
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FOOD SERVICE DESIGN AND DETAILING BY ANN DELAP
- DOCUMENTATION HAS BEEN DONE BY ANN DELAP
DRAWINGS HAVE BEEN REVIEWED BY LEWIS GROUP
ARCHITECTS
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TEMPORARY KITCHEN ELECTRICAL CONNECTIONS PLAN
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